MICHAEL R. PENCE, Governor INDIANA DEPARTMENT OF HOMELAND SECURITY
302 West Washingion Street

STATE OF INDIANA Indianapolis, IN 46204

November 22, 2016

Jeff Carrigan

Mancino’s Pizza & Grinders
4116 West Bethel Ave
Muncie, IN 47304

Re: Petition for Review — Maneino’s Pizza and Grinders
Dear Mr. Carrigan,

The Fire Prevention and Building Safety Corumission is in receipt of your Petition for
Review of the recent Muncie Fire Department Inspection Order. The Petition for Review will be
discussed at the next regularly scheduled meeting of the Fire Prevention and Building Safety
Commission — cirrently scheduled to begin at 9:00AM on December 6, 2016. The Commission
will make a determination as to whether the petition was timely filed.

Sincerely,

- /
Tza et
Beth Sutor
Secretary

Fire Prevention and Building Safety Commission

Indiana

A State that Works

An Equal Opportunity Employer



Sutor, Beth

Frofr Mancinas Muncie <mancinasmuncie@comcast.net>
Sant: Thursday, November 17, 2016 616 AM ’
Ta: Sutor, Bath; mancinosmuncie®@comcast.nat

Subject: Mancino's fire door appeal

Attachments; appeal letier,jpg; letter jpg; viotation jpg; fire door,jpg

=+ Thig is an EXTERNAL email. Exercise caution. DO NCT open attachments ot click links from
unknown senders or unexpecied email, ¥

Beth,

Talks for talking yesterday. Again I'm somy that you havent received any paper work but here is an
email with four things. My letter that | mailed had the first three things in it. Since I'm sending you
this email | thought ! would attach a picture of the fire door in guestion.

1. My appeal letter [ wrote
2. Architect's letter
3. The violation

4. The fire door that was installed and passed by the city.

- HLyou -have-and questions-please-callme at (7652871300 Again- sorryyou haven't tecefved
anything and thank you for working with me.

Have a gréat day,
Jeff Carrigan

Mancino's Pizza and Grinders

Muncie, IN



Octobar 13, 2016

Departraent of Bameland Security,

‘The.date of my vialetion was Gctober 6, 2016, |-expanded my current restaurant into the space

_naxt to me to.open a smialice cream shop. At the time when | was getling things ready far this project,
i had 8 warker from thecity building commiissioner’s officé came out to tell me what | would nead to
start this project, Hetold'meto fill out'the their paperwork, have an architecture draw up plans for the
cut inthe wall with 2 fire door, and pay fees forthe permits:to start the work. At this fime there was
NEVER anything mentioned abput submitiing-anything to the state. So | went forward with the
procedures and paid an.architect to draw up plang that | submitted to the city with their paperwork and
pald fees and permits,

Then on the day of inspection to get my certificate 1o operate, the Lt. inspector, Brad Riddle,
told me the project should have been sent to state for approval. Enclosed is a copy of the letier.my
architect fhen wrote to the buiiding commissioner, who afier reviewing and Jooking Into some things,
falt everything was done right. He lssued a certificate to operate. That Is when the Brad retwrned to
fesue me this violation thatd feel isn't right due tothe fact that the building commissioner decided
everything met the required steps to satisfy this project and he issued me the certificate to operate,

Now that we are.open, it is hard for me to understand how one department sees things as done
right and finished, where as another department is asking me to.spend another £1000 to submit plans
o 'the state 1o downctly what we have already completed.

Please see attached appeal, | peed to know if this project needs submitted to the state or not.
Please advise.

Sinceraly,

Jeff Carrigan

Mancino's Pizza and Grinders
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: -Cit?*@f‘tﬁi}ncie-=D?u§s‘ién-0f‘P,ermiB',
300 N.-High St

- Munaig, n

765 747—4862

Re: ROLL-UP Door— State De51gn Release or Mot
Maneinos Pizza & Grinders
2416 W. Bethel Av. -
Muncie,,’ in.

Mancmos mstalled anew %'OH'rU.p door betwaen the Restaurant and & naw ice Cream Shop.

Does this new ope"nng reqmrf'_ a State Des;gn Re}ease?

The !ncilana Admsms‘tratwe que does ot rﬂ-quare a State Desxgn Reiease {675 1AC 12-6-43 for
the foﬂowmg S -

i Op_ening in an exterior load hfe'ar‘—i_nrg,j wall up to & ft. wide. .
2 lnstaiiaﬁon "of-a'fnfonioad bearing intéﬁ'lpr walls not exceedjng 100 fineal feet

Thls new Dpemng is5 fee’c wideina nOnload bearing wall. This opening does not meet the two
- jexemptzcrns from- des:gn release abov&, but if the State does not raquire a design release for
- these two exemptmng than tbls opening should not requira a State Design Release.

v 'Thas TIeW opemng between to two ex:st!ng Spaces does not change the ococupanty use. The
existing restaurant is an’ occupancy “a2"-and the location of the new ice cream shop was an
occupancy “B”and still is. The new ice cream shop seat less than 50, see [BC section 303.1,1.

This new opening does not change the Life Safety ‘of these two spaces, Jife safety is the most:
tmportent ftem for this project.This new 5'x7* roll-up door is fire rated, 5o each spaces are stili
consider ( fire area) individual spaces.

Note: If Mancinos have to send this opening for design release it will cost — State Fees=S150 &
Architectural Fee= $850 for a total- of,ﬁ;;ﬁﬁa;g%
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FIRE PREVENTIC)N BURE. A'U

300 W High Street, Wimcis,  Iodiens 47305 ‘Pelaphone {763) TIT-487E

Manoine's Pizza & Grindsrs
41416 W Bethel
Muncie, IR 47304

An inspection of your fzacility on Thursday Octaber €, 2016 revealed the wiolation{s) listed
below.

covtrary to law, you must corrsct

“pO“ recel o determine compliancs

Monday Nbvamber 7, 2016

3
i
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Tound =% th
& viglstion sha
exists iz consid
Violation Code . Article Division PYage Count
75 IAC 12-6~4 Exemplion: from design release 675 TEC 1E GRR 25 :
Sec. 4, {a} Design réleases are necessary for construction on a&ll Class 1
stUruaciures, except the féllowing:
{1} .Class:1 structures that will never be occupied or otherwise usad in any part

by the phbllc and that will net normally be cccupied or otherwise used in any

parl By a persch who 1s acting 2s an empioves of anciher,
{B) 0il derricks.

{B) Pipelines, including related physical support structures,

{¢) Tanks Tor storage of products, other than zlamMab?e or combustible Yiguids
or gases, that .are factory fabricated and
asssmbied,

{Dy Electrical power cable transmission towers znd substetions,

(B} Structures used for communication purposes, except for:
(i) satellite dishes exceeding ten {10} fzeaf in diametsr; and
{ii) antepmas excesding thirty (30} feet im length;

1

Jmde

when mounted on the roof of a Class atouctilre.
(F} Btructures appurtenant tor
i} industrial plants;

)

i} power generating plants;
iii} gess plants:

v) bulk stoiage facilitied; and
y ehipping terminals;

Yy
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fluncie Fire Bepartment =

FIRE PREVENTION BUREAU

300 N High Street, Muncie, Indiama 47305 Telephone (765) 747-4976

Mandine's Pizza & Grinders
4116 W Bethel
Muncie, IN 47304

Zn jmspection of your facility on Thursday Cotober 6, 2016 revealed the violation(s) listed
below.

ORDER TO COMPLY: Since these conditions are contrary te law, you must correct
them upon recsipt of this netice. An inspection to determine complliance with
this Neotice will be conducted on or after: Monday November 7, 2016

Failure to remedy the vielatilon(s) within the time pericd set forth above will result in the
initiation of legal proceedings to restrain, correct or abate the vislation{s). Such
proceedings will reguire your appearance in court for a hearing on the matter. If a violation
Ls found at that time, a fine of up to $1000 will be imposed. The impositicn of a penalty for
a violation shall not excuse the viclation nor permit it to continue, Each day a viclaztion
exists iIs considered a separate violation. '

Violation Code Article Division Page Count

675 IAC 12-95~4 Exemptions from design release 6§75 IAC 12 GAR 25 1
Sec, 4. {a) Design releases are necessary for censtruction on all Class 1
struetures, except the following:

{1} Class 1 structurss that will never be occupied or otherwise used in any part
by the public and that will not mormally ba occupied or otherwise used in any

part by a person who is acting as an empioyee of ancther, of the fellowing tvpes:
(A} 0il derricks.

(B} Pipelines, including related physical support structures.

(¢} Tanks for storage of preoducts, other than flammable or combustible iiguids
or gases, that are factory fabricated and
assembled.

{Dy Electrical power cable transmission towers and substations.

(Ey Structures used for communication purposes, except for:

{1) satellite dishes exceeding ten (107 feet in diameter; and

(1i) antemnas exceeding thirty (30} feet in length:
when mounted onm the xoof of a Clasgs 1 structure.

(F} Btructures appurtenant to:

{1} industrial plants:

(ii) power gemsrating plants;

(1ii) gas plants:

(iv)y bulk storage facilities; and

{v] shipping terminals;

10/06/2006 11:58 Page 1



Muncie JFire Bepartment

FIRE PREVENTION BUREAU

300 N High SBtreet, Muncie, Indiana 47305 Telsphona (765) 747-487¢

Mandino's Pizza & Grinders
4116 W Bethel

Muncie, IN 47304

equipment.
(Gy Structures of:
(1) sewagey
[ii) water;
{(i1i) gas; and
(iv) electric;
utilities.

where the functicns of the structures are primarily the support of related

(H) Signs, except those mounted on the roof of a Class 1 structure, that exceed
one hundred (100) square feet of surface area.
(2) Temporary structures.

{3} Class 1 structures either:
#:9]

(B} lcoecated on land over which exclusive jurisdiction has been ceded to the
federal government. (See 40 U.3.C. 255 and IC 4-21.5.)

owned by the federal government; or

{4) One (1) story detached acecessory Class 1 structures in Group B, F, R, §, U,
or M Occupancy classificatlons that:

{A) do not exceed five hundred {500} square feet; and

{B) a&re used as:

(i)

-equipmnent shelters;
(ii) tool and storage sheds

{not used for the storage or handling of hazardous
materials):; '
(iii) freezers;
(iv) coolers; oxr _
{(v) other similar uses. .
{5) Ome (1) story attached additiens teo Class 1 structures in Group B, F, R 3,
U,

or M Occupancy classifications that:
(A) do not:

{1} exceed three hundred ({(300) square feet; and

(ii) impose an excessive structural load onte the existing structure; and
(B) are used as:

(1) eguipment sheltexrs;

(1i} tool and storage sheds (not used for the storage or handling of harardous
materials);

(iid}) freezers;

10/06/2016 11:58
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Muncie JFive Bepartment

FIRE PREVENTION BUREAU

300 ¥ High Strest, Muncie, Indiana 47305 Telephone {7659 747-4876

Mancino's Pizza & Grinders
4116 W Bethel
Muncie, IN 47304

(iv) c¢oolers; or
(v) other similar uses.
(6) One (1) story detached Class 1 structures that:
(A) do not exceed five hundred (500} sguare feet in floor area;
(B) have at least one (1) unenclesed side; and
(C] are used for personnel shelters, such as:
{1y bus stops;
{ii) picrnic sheltexrs; and
{iti) gazebos.
{7y Cne (1) story detached Class 1 structures that:
(&) do not excead two hundred (200) square feet in floor area; and
(B) are used as guard houses or retail sales outlets, such as:
(i} kiosks;
(1i) drive-—up facilities; and
{iii) roadside fruit and vegetable stands.
(8) Fences, except for those enclesing:
(a) public swimming pools; or
{B) liquified petroleum gas storage facilities.
(8) Retaining or enclosure walls, except for those surrounding flammsble or

- combustible liguids—er-gases—storage facilities..
{10) Installation or replacement of tanks and dispensing equipment for flammzble
and combustible liquids or gases if the scope of the work is limited to the
following:

(A) Diquid petroleum gas {LPG) storage facilities having a total capacity of
not more than four thousand (4,000) galleons
and no single tank baving a capacity of more than two thousand (2,000) gallons
measured as gallons of water.
(B} Storage tanks for Class I, II, IIIA, or IIIB liguids:
(1) having a capacity of six hundred sixty (660) gallons or less;
tii) that are portable; and
{iii}) that are for temporary use only.
(11) Structures to be used primarily for the display of agricultural products and
not used for assembly purposes where the structures are located within a
political subdivision gualified under 675 TAC 12-10-9.
{12} Structures tc be built in accerdance with the requirements applicable to

10/06/2016 11:58 ' Page
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Muncie Ifire Bepartment

FIRE PREVENTION BUREAU

300 W High Street, Muncie, Indiana 47305 Telephone (765 747-4876€

Mancino's Pizzs & Brinders
2116 W Bethal
Muncdie, IN 47304

their eventual uge as Class 2 structures that will initially be used as mpdels or
offices for the sale of Class 2 structures where the initial use does not cause
any of the bullding svystems to become noncompliant with ouzrresmt rules of the
commission for that use. "Systems” are architectural, structural, electrical,
plumbhing, mechanical (AVAC), fire alarm, and fire suppression.
(b} Design releases are necessary for the remodeling or altering of all Class 1
structures, except work limited to one (1) or more c¢f the following:
{1) Any of the buildings or structures the new construction of which is exempted
by subsection (a).
(2} Plumbing work as follows:

{(h) Replacoment of piping, valves, or fixtures, pgrovided that the replacement
does not invelve relocation of fixtures.

(B) Installation of plumbing fixtures, provided that the drainage fixture 1mit
count does not excead five (5).

(Cy Replacement of water heaters with a similar type and capacity in the same
location.

(D) Installation of watsr heaters with a capacity of one hundred (100) gallons
or less.
(3) Electrical work as follows:

e { By Replacement dn the same-losation- of-eldectrical equipment—or—devices—of-=
gimilar type and rating, including an

increase in current capacity in nonhazardcus areds where there is no change in
voltage or phases.

{B) Portable or temporary equipment and devices energized by means of cord and
plug. ‘

(C) Temporary installation cof wiring and devices.

(D) Instaliaticn of branch circuits not exceeding the capacity of the
electrical distribution system within the existing building.

{E) Low-energy power, control, and signal circuits of Classes II and IIT as
defined in the Indiana Electrical Code except circuits for fire detection or fire
alarm systems.

(F) Rlectriczl wiring, apparatus, or equipment installed by a public or private
utility in the exexcise of its function as a
serving utility:

(i) for the generation, transmission, distribution, or metering of electrical

10/06/2016 11:58 Page 4



e £ pEE per.mdnute

fMuncie §Fire Pepartment

FIRE PREVENTION BUREAU

300 ¥ High Street, Muncie, Indiane 47305 Telephone (765) 747-4876

Manaing's Pizzz & Grinders
4116 W Bethel
Muncie, IN 47304

enerqgy; or .

(ii) in the cperation of signals or the transmission of lntelligence.

(3) Except for fire detection or fire alarm systems, electrical wiring,
devices, appliances, apparatus, or egulpment:

{1} operating at less than twenty-five {23) volts; and

{1i) not capable of supplying more than Fifty (50) watts of energy.
{4) Mechanical work as follows:

(A) Imstallationm of any portable heating, ventilating, and alr corditiening
appliance or eguipment.

(B) Repiacement of mechanical appliances and equipment with a similar type and

rating in the same locaticn.
(€Y Installation of any of the following:

{i) & heating system having an output not in excess of four hundred thousand

(400, 000¢) British thermal units per hour.

(i) A cooling system having an output not greater than fifteenm (153) toas (cne

hundred eighty thousand (18C,000)7
British thermal units per howur).

{111} A combination of the two (2} having an air-handlihg capacity not in
excess of nine thousand {9,000) cubic

{D) Installation of heating or cooling sguipment to be used for commercial
processing work or activities where comfort ¢f personnel is not of primary
CONCern.

(5) Miscellaneous work as follows:
&) Painting, papering, and replacement of coverings on:
(1) walls;
(11) ceiling=z;
(iii) roofs; or
{iv) floors;
and similar finish work, Including replacement or reglazing of glass.

(B) Cases, counters, and partitions not over six (6} feet in height.

(C} Penetrations of nonfire-rated exterior walls where the width of the
opening:

(1) does not exeeed six (6). feet; and
(11) is not for a required exit.

10/06/20L6 11:58 Page



Muncie IFive Bepartment

FIRE PREVENTION BUREAU

300 N BEigh Street, Muncie, Indiana 47305 Telephone (765} T47-4876

Mancino's Pizza & Grinders
4116 W Bethel
Muncie, IN 47304

(Y Installation of one {1} or more nonload-bearing partitions not to exceed a
totzal of one hundred (10C) Llineal feet in length provided it is not part of a
corridor or a partition that is reguired to be of fire-resistive construction.
(6) Fire sprinkler systems as follows:

(2) Replacement of components of existing wet fire sprinkler systems of light
hazard or ordinary hazard classificaticn as defined in 675 IAC 132, including:

{1} replacement of sprinkler heads;

{11) replacement of eguipment; or

(iii) replacement of piping to restore a system to its original condition and
configuration.

(B} Alteration of existing light hazard or ordinary hazard fire sprinkler
systems, including:

(i} the addition or altsration of up to an aggregate of twenty (20) sprinkler
heads in a wet pipe system for light
or ordinary hazard design;

{13) conversion of a dry type system to 2 wet or antifreeze type system not
exceeding ten (10) sprinkler heads; or

{1ii) conversion of a wet or antifreeze type system not exceeding tan (10}
sprinkler heads to a dry type system.

ey AJ)additions.-or.alterations—permithed- by this-—subdivision—[sie-)—shall-be -

documented by the installer znd kept on file with

the maintenance and testing records regquired by 675 IAC 22 and €75 IAC 28,
specifically the applicable editidns of NFPA 13 and

NEPA 25.

{d) The design release requirements including filing of plans and
spacifications shall apply for any work otherwise exempted by subsection (b) when
a part of, supplemental ta, or an accessory of a constructiom project that
otherwise reqguires a design release.

(e} Construction work on a Clags 1 structure exempted from the design release
requirements unhder this section is not exempt from compliance with other rules of
the commission.

Footnote: Construction Design Relsase is required from the State {IDHS) for the

already completed construction involving the new opening and roll-up fire door in
the interior wall separating existing "A-2" restaurant from adjeining vacant "BY

10/06/2016 11:58 Page 6



Muncie Fire Bepartment

FIRE PREVENTION BUREAU

300 ¥ High Street, Mancie, Indianz 47305 Telephome (765) 747-4874

Manoino'l's Pizza & Grinders
4116 W Bethel
Muncie, TN 47304

‘tenant spsace.

NOTES COMMENTS T ' o Vo

This imspection report involves recent construction only.
Three attached pages given with repert:

1y Architect's letter. (XKeith Pugh / Architects America)

2) Letter sent to the State comcerning the reguirement feor releass, [sent by
myself)

3) Reply/response from the Assistant Director of Pian Review. (Dave Moses /
Indiana Department of Homeland Security)

X

Inspector ' Occupant/Owner

10/06/2016 11:E58 Page 7



Apg. 15, 2015

City Of Muncie — Division of Permits
300 N, High St.

NMunce, n.

765-747-4862

Re: ROU -UP Door — State Desigr: Release or Mot
Mancinos Pizza & Grinders
4116 W. Bethel Av,
Wiuncie, k.

Mancinos Instalied a new rollup door between the Restaurant and 2 new lee Cream Shop.

Does this new opening require a State Design Release?

The Indlana Administrative Code does not require 3 State Design Release {675 IAC 12-6-4) for
the foilowing.

L. Openingin @n exterior load hearing wall up ta 6 fr. wide.
2. Installation of & nonload bearing Interior walls not exceedjng 100 lineal feat

This new apening is 5 feet wide in a nonload bearing wall. This opening does not meet the two
exemptions from design release above, but if the State does dot require a design release for
these two exemptions, than this opening should not require a State Design Release,

This new dpening betweg_n:to_tm,f_o-_e;dstingspaces.does,notfchange—theeeeupaneyfuse.PT—heiﬂ'—' T e

existing restaurant is an occupancy “A2” and the location of the new ice cream shop was an
occupancy “B”and sill is. The new ice cream shop seat Jess than 50, see IBC section 303.4.1.,

This new opening does not change the Life Safety. 6f these two spaces, life safety is the most

impotant item for this-project. This new 57’ roll-up door is fire rated, so each spaces are stif]
consider { fire area) individual spaces.

Note: If Mancinos have to send this opening for design release it will cost— State Fees=5150 &
Architectural Fee= $850 for a total oi,%\g,ﬂg E?;g}g.,}%

Y
Keith A, Pugh, RA %}m 3%
wlﬁeﬁw §_" { pRas7Ol260 § 2
/ . Ewt s s o
; : ‘ 8 % erareer /1 F
B736 West 2005 & “a 7 57
Farmiand, inthana 47340 S Wd .,;"}?
PH: 765-468-8912 Byt e
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Re: Mancinofs Pizza & Grinders
4116 W Bathel Ave,
Muncie, N 47303

Mr. Moses,

This matier is concerning the above mentioned existing restaurant and the reguirement for & CDR.

The A-2 restaurant and bar is approximately 5,000sc.ft. in a 9,300sq.1t. sirip mall building (153'x61"). The
restaurant is expanding into an adjacent vacant & occupancy next ter-them, After consulting a design
professional (Keith Pugh), they installad a new roll-up fire doar in the wall adjoining these two
occupancies. '

After informing owner that a CDR was required from the state, | received a call from Kaith Pugh. Keith
said that a CDR was not required to put an opening in a non-|oad bearing wall (72?1, | replied tc Keith
that Installing 2 fire door and the expansion/addition to-an A-2 restaurant was not an exemption from
the design release that | was aware of. Keith stated that he wauld do a more defailed plan for this
project and submit application for the CDR.

Yesterday we (Muncie Fire Department) received the attached letter from Architerts America. The twa
exemptions in the letter are sither partial or different from exermptions actually in 675 1AC 12-6-4.

s = Construction Design Release required for this project? Please give an explanation in your reply.

Thank You,

Brad-Riddie / [t.inspector
Muncia Fire Department
300 M High 5t

Muncie; IN 47305

Gell: {765) 702-0387
. Dffice:(765) 747-4876

Ernallbriddle@cityofmuncie.com




nttpsy//maitserverfuseworistudios.net/mailAindex.phpf/mail#

Subject: FW:

“From: "Mases, Dave” <dimoses@chs. M. gov>

To: "'donotreply@cityefmuncie.com'” <donotreply @cityofmuncle.com>
Ce: "Burgess, Craig® <CBurgess@dhs.IN.gov>, "briddle@cityofmuncie.com™ <briddje@cityofmuncie.com:
Wed, 24 Aug2016 15:28:07 0800

Brad, the proposed work per attached will require filing with the State for design release
requirement per the General Administrative Rutles 675 |AC 12-6-4 Exemptions from design releass
requirement.

675 IAC 12-6-4 Exemptions from design rajease requirement
See. 4. (b} Besign raleases are necessary for the remodeling or altering of all Class 1 structures,

except wark Hmited to one {1 or
more of the following:

. {5) Miscellaneous werk as follows:

(D) Installation of one (1} or more nonload-bearing partitions not to exceed a total of one hundred
{100) lineal feet

in length provided it is not part of a corridor or a partition that is required o be of fire-resistive
construction. :

Thanks

Dave Moses GPE, CBI
Assistant Director of Plan Review

lofd

indiana Department of Homeland Security
Division of Fire and Building Safety
317-232-1426

- As of December 1st, 2014, the 2014 Indiana Building, Fire, Mechanical and Fuel Gas codes will be in

effect. These will consist of the 2012 model codes with Indiana amendments. 675 [AC 12-4-7 (a)
states in part: “Construction projects shall be done in compliance with the applicable rules-of the
commission in effect on the date the plans were filed with the division”. Therefore, alt plans received
in the Plan Review Office on or after Decembet 1st will be reviewed in accordance with the

provisions of the 2014 codes.

Need help understanding the plan review process? Go to www.in.gov/dhs/3864.htm

The State will not accept any outdated versions of a energy compliance report. Please insure that

8/26/2016 12:48 PM-



APPEAL RIGHTS

Plaase be advised that if you desire administrative review of this Otder, you must file a written petition
for review with the:

Fire Prevention and Building Safety Commission
302 West Washington Straet, Rm. W246
indianapolis, IN 46204

You must identify the violations forwhich you seek review no later than 18 calendar days from the date
of this Order unless such date is a Saturday, Sunday, legal holiday under state statute , or day that the
Department of Homeland Security’s offices are closed during regutar business hours, in whith case the
deadline would be the first calendar day thereafter that is not a Saturday, Sunday, lega! holiday under
state statute, of day that the Department of Homeland Security’s office is clesed during regular business
hours. If you da s@, vour petition for review will be granted and an administrative proceeding wili be
canducted by an administrative faw judge appointed by the Fire Prevetitior and Building Safety
Commission. if you do not file a pe'ti’cion for review, this Order-will be FINAL and you MUST comply with
its reguirements.

Please be furtheradvised that you may request an opportunity to informally discuss this Order prior to
filing a petition for review, Such informal discussion, or a request therefore, does not extend the
deadline for filing a petition for review and, therefore, any request for an informal discussion should be
made promptly, preferably by telephone (317 232-2222), upon receipt of this Order.







